EBIS Vacuum Control System

EBIS Vacuum Controls 0306.dwg

03/08/06 L. Smart UNIX/LINUX Front-end
Operator Interface
I:I computer
—
ﬁ Controlnet
—
Windows Workstation
Contro_hlet_ || Ethernet I}I'Etw_ork_ ____________ Local Operator Interface
| — ISolation " Isolation . 1
| | Equipment at |
| 4 100 kV potential |
| Programmable Ethernet-RS232 | Programmable Ethernet-RS232
Logic Controller . Logic Controller .
| Terminal Server | Terminal Servers
| Ethernet 9 ports min. | Ethernet 17 ports min.
| ControlNet | ControlNet
| —— DC Inputs | RS-232 | - DCInputs_| RS-232
| Relay Outputs | Relay Outputs
: 24 Ve : 24 Vde
| RS-232 | RS-232
| ‘ |
| 3 Gauge 3 Cryo Turbo | 6 Gauge | |3 Ion Pump| 5Cryo || 3 Turbo
Controllers Pump Pump Controllers | |Controllers Pump Pump
| Controllers||Controllers | Controllers||Controllers
| 2t pde | 24 Vde
Cryo Turbo Cryo Turbo
I_ Gauges 11 Valves pumps pumps J| Gauges | |lon Pumps | | 22 Valves pumps pumps




